
 

 File 106: Concrete Expansion 

Joints 

 
A chemical plant in Victoria had expansion joints 
in their concrete bunds that were failing. Upon 
inspection by Renroc Group, the joints had been 
installed incorrectly. 

Renroc Group personnel attended site and removed failing sealant. 
Repaired joints using correct methods including the addition of backer 
rods which had previously not been inserted. The sealant used 
Kerakoll EcoPU40, is excellent in these applications. 

 

The joints are now performing significantly better with no failures 
protecting concrete bunds and ensuring they are sealed in the event 
of a spill. 

 

Renroc Group are experts in concrete protection and repair as shown 
by the superior knowledge on this repair method. 
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Contact Renroc Group ESP  
for a specialised surface solution consultation 

East Coast | service@afhpl.com.au | 03 9360 6200 
West Coast | wa-ntservice@afhpl.com.au | 08 9494 1675 
 


